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|Preface

DD2 is a modern designed and efficient device for comfort heating

control. It has the following features:

- selection of pre-setted programs for room heating and domestic
hot water warming

- operating mode selection

- requested room temperature setting

- custom programs for room heating and d. h. w_warming

On LCD display is possible to view and to modify all measured

temperatures and settings. With Party and Eco key is possible to

select day or economic temperature mode. Room unit DD2

enables also connection of auxiliary temperature sensor and

remote activation with the telephone.

LEGEND
Hold key while pressing other keys.

Hold key until you hear a beep sound.

Press and release key.

Press key to increase or decrease value.
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Controlled devices

- heat accumulator
- direct circuit

E-gas boiler id- riing vl
- liquic fuel boiler @) - purmp

Q- s0lid fuel hoiler -d. h.w. storage tank

- solar collectors

Y]

- d. h.w. circulation
Ieasu red
temperatire

Program timer CH2
sy - ol hw. warming
ON - antive:

CFF - inactive
Program timer GHA
k- cay. temperature

{ - night termperature

Empty batteries
Day and night

Remote adtivation

Frost protection

Keyboard ECO
locking Operation according
to the program timer
PARTY Cperation mode
Qsermon O DD2 d) off
Knob for setting T ﬂ ram heating
the day temperature ? oy d. . w. warming
<«
PARTY - day Stand by  Night On mode - ECOQ - saving
temperature mode mode temperature  operation temperature
setting according tothe  mode

program timer
Picture 1
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[Operating mode selection

Heating activation

Press key W' to select the requ- GYJI R
ested operating mode (Picture 2).
Selected operation mode is indi- i

cated on display.
W - room heating
= - domestic hot water warming

Ficture 2

Aoom haating oparatas according o the program fimer CHT, dormastic hot water
warming oparates according fo the program timer CHZ.

C + l::vt»

/

Stand-by :ij,
Press key (1) (Picture 3). On the e
display appears symbol () .

Frost protection remains active.

Ficture 3

Frost protaction temparature is & °C and can be changed
in program group P1.3 (page 20).

|Setting the day and night temperature

Day temperature
Turn knob to set the requested

day temperature between 10 °C : '\\ ’
and 30 °C (Picture 4). : ) -
10 3o

Ficture 4
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Night temperature

Hold key e+ { () for approx. 5 seconds (Picture 5a). Release
key after you hear a beep. Now press key ()( =) or % +} to set
the requested night temperature (Picture 5b). To save and quit set
-up, press key o o o J((nce again.

Ficture 5a Ficture 5b

|PARTY and ECO operating mode

PARTY - day temperature operation

Press key % . Use key M (=) or §(+4) to set duration of the
PARTY mode between 1 and 24 hours. For permanent PARTY
maode, select on.

To stop PARTY mode at anytime, press key Y

ECO - night temperature operation

Press key €00 . Use key (){=) or W'{4) to set duration of the
ECO mode between 1 and 24 hours. For permanent ECO mode,
selecton.

To sfop ECO mode at anytime, press key €00

o The ECO tamperature radiction is seftedin program group P1.2 {page 20).
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| Setting the comfort temperature |

Hold key ¥ for 5 second {Picture 6a). Use key ()({=) or W (+)to
set the COMFORT temperature between 10 °C and 30 °C (Picture
6b). To save and quit set-up, hold key § for 5 seconds.

Picture 6a Picture b

Hoom heating with the comfort temp. operates according to program fimer CH3
and has pracadence over to the room heating according fo program timer CHY.

if the corfort haaling mode Js inactive, the saffing of comfort ternperatire is
alsoinactive. Tha comforn tamperature mods fs seffed in prograrm group F1.5

{pages 20).

[Holiday mode

Hold key O tor approximately 15 seconds. Release the key after
you hear a beep. Use key (D) (=) or 1" (4 ) to set duration of the
HOLIDAY mode between 1 and 99 days.

To stop HOLIDAY mode at anytime. again hold the key O for 15

seconds.

The HOLIDAY rode ternperature is seffed in prograrn group P1.4 [page 20).
Factory pre-sefted HOLIDAY termparature is 12 °C.
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| Setting the accurate time

Hours

Hold key Y and press key () (=)
or {4 ) to set the hours (Picture
7).

Minutes

Hold key €00 and press key
M=) or W (+) to set the
minutes (Picture 8).

Ficture &

Day

Hold both keys ¥ and €0, then
press key () (=) or i (+) to set
the day (Picture 9). The days are
marked from 1 to 7. Monday is
marked as 1 and Sunday as 7.

Ficture 9

ifthe DIX2 by battery exchange, isn't functional for a
whife, the fime is set to Monday, 20:00.
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|Program timer

Program timer has three channels: CH1, CHZ2 and CH3.

CH1 is used for programming the room heating (day / night),
CH2 is used for programming the domestic hot water warming,
CH3 is used for programming the comfort room heating.

Selecting the program channel
Hold key « e« and press key €00 (Picture 10}. Release both keys

after you hear a beep. Press key S (<) or key €00(>b>) to select
the program channel you wish to modify .

Picture 10

Modifying the time program

Press key d)( =} or W (4) to select the program place that you
wish to modify. The display simultanecusly writes out the time
command, the successive number of the program space (Picture
11} and switch-on/off command (picture 12, 13 and 14).

Time %Successive nurrber
COMMTIANd

© & of the program space

Picture 11
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CH1 .
itiss ’ (® Gt - day temperature

Picture 12 O - night temperature

CH2 & _ _
1234861 (@™ -adive domestic hot

Sk water warming
@"\ -inactive domestic hot

Picture 13 i water warming

CH3 2 . _
1214887 (D O - active comfort temperature

/ 3
. o % -inactive comfort temperature
Picture 14 ©

Now press key €C0 (PI>). On the display starts to flash day. Press
key (D (=) or W (+ ) io set day, then press key €00 (D). On the
display starts to flash hours. Press key (D) (=) or ' (+) to set
hours, then press key €0 (DP>). On the display starts to flash
minutes. Press key (D(=) or i (+) to set minutes, then press key
€00 (pp>). The display stops flashing. Now is possible to move to
the next program space. Press L')( =} to move to the next program
space or press I’ (+) to move to the previous program space.

Eveary channel in program timer (CH1, CH2 and CH3) has 32 pro-
gram spaces. Time commands for day and night femperature
mode, time commands for active and inactive d_h. w.warming and
time commands for active and inactive comfort tamp. mode are
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Unused time commands are indicated as - -- - {picture 15). Hoom
thermostat 512 displays only used program spaces.

Unuszed time 4.
command @ “

o

Picture 15

|Pre-setted time programs

Room thermostat ST2 has 4 pre-setted time programs for room
heating and 4 pre-setted time programs for domestic hot water
warming.

Pre-setted time program selection

Hold key ¢° ¢ and by pressing key ‘7 select the suitable time
program {Picture 16). Symbol Y indicates programs for room heat-
ing {CH1), symbol =& indicates programs for domestic hot water
warming. {CH2). Te view the time commands in program, press kKey
W(+)or BO(=).

1he sefected time prograrm afways overwtrites the previous one. To
keep the current tirme program active, sefect - - -

Picture 16 (_
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